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Proposed 800mm x 300mm Louvre - colour to match existing cladding

Proposed 800mm x 300mm Louvre - colour to match existing cladding

Proposed 900mm x 300mm Louvre - colour to match existing cladding

Proposed 900mm x 300mm Louvre - colour to match existing claddingProposed 1600mm x 1600mm Louvre
- colour to match existing cladding

Proposed 400mm x 300mm supply ducts

Proposed 4200mm x 2480mm AHU

Proposed 2x 1207mm x 1900mm Condenser

Proposed 910mm x 1900mm Condenser

Proposed 1600mm x 1600mm Louvre - colour to match existing cladding Proposed MOE Door Location
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Proposed 600mm x 500mm supply ducts
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